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Circuit Designators
LAU.L Laundry Room Light
LAU.R Laundry Room Receptacle
LIB.R Library Receptacle
LR.LF Living Room Light/Fan
LR.R Living Room Receptacle
LR.WL Living Room Wall Lights
MBA.L Master Bath Lights
MBA.S.L Master Bath Shower Light
MBA.T.L Master Bath Toilet Light
MBA.R Master Bath Receptacle
MBR.LF Master Bedroom Light/Fan
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MBR.C2.L Master Bedroom Closet #2 Light
MUR.L Mud Room Light
MUR.R Mud Room Receptacle
NOK.L Nook (library hall) Light
PAN.L Pantry Light
HALL.L MBR Hall Light
HALL.R MBR Hall Receptacle
HALL.C.L MBR Hall Closet Light
SW.L Stair Well Light
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Main (grid) Circuit

A Wall Panel Designation


